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LAS VEGAS VALLEY: WATER DISTRICT NOTES~ NS P S |
1. - ALL WORKO CONFORM 10 LAS VEGAS VALLEY .WALER DISIRICI LAIESY » G omsmefavone / s B
" STANDARD PLAIES AND SPECIFICATIONS. - 2 \ 5 ' ¥ |\
: . o - o . SMOKE_HANCH| ROAD 3, & é ‘6
: . : : ., . LARE  MEAD_ Jioxg fvany SR ° R
2. ALL WORK, EXCEPT AS MODIFIED HEREON OR BY NOIE. 1, SIALL BE g R 122
DONE IN ACCORDANCE WITH THE MOST CURRENT DRAFT OR EDITION OF - PROJECT -5 - g I
UNIFORM STANDARD SPECIFICATIONS FOR PUBLIC WORKS CONSTRUCTION SITE 7 e e 1 |=
QFF-SITE IMPROVEMENTS CLARK COUNTY AREA. - : S
o s - e e C . et e | e | SR favtine S
SMOKE RANCH ROAD "B, NOTICE 10.BE GIVEN ENGINEERING DEPARIMENT OF THELAS VEGAS N 4
| ‘ ‘ ' - ' : : ~ VALLEY WATER DISTRICT 48 HOURS PRIOR 10 ACIUAL CONSTRUCTION. N T . u
| \ ' . " . _ ‘ . . Bl ~...u" - /. g ans |y Q_
| 4. SERVICE SADDLES OR TAPPED COLLARS WILL BE REQUIRED ON ALL 3/4" ] HI ¥ é
\ “AND 1" SERVICE LATERALS. SERVICE ADDLES ONLY WILL BE PERMITED o . s ¢ i YT
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ON 1 1/2" .AND 2" SERVIC'.E LATERALS. DOUBLE TAPPED COLLARS ARE NOT

/— o - ~ PERMITED.
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. . ALL IINES TO BE PRESSURE 'TESTED 10 200 PSI.
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&% DEFLECTTON ANGLE SHALL NOT EXCEED 2 1/2° DEGREES PER 13 FOOT
\ - BECTION OF PIPE FOR PIPE SIZES SMALLER TUAN 14 “INCHES, AND SHALL -

NOT EXCEED 2 DEGREES FOR PIPE SIYES BEIWEEN 14" AND 16"
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7. ALL METERS SHALL BE LOCATED OUISIDE OF DRIVEWAYS.
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N ' / \ 8. DETECTOR .TAPE REQUIRED IN ACCORDANCE WITH STANDARD PLATE NO.
B ‘ " 27 WHERE INDICATED AND AS FOLLWS: | ,

A. OVER ALL MAINS NOT INSTALLED AT 6 FEET FROM BACK OF CURB,
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2 = .B. OVER ALL SERVICE IATERALS NOT INSTALLED AT RIGHT ANGLES 70
\ R VALLEY DRIVE 9. CALL BEFORE YOU DIG:= 1-800~227-2600. & Z
\: 2 \ l(. . ‘\SER\‘:ICE L.»\Tl_?tf.?:,\lxs.l"'()l?i LOTs 128, 129, .].30, & 131 WILL BE TAPPED ON ENISTING U) o
‘ \5? 50 | ;)1/1\ gvs;nyl}é;)tw-.le S CONTRACTOR UNDER DIRECIION OF THE LAS VEGAS VALLEY WATER ' Ol :
Ol 7 . . ;
s || ] s 57 L] iy e CITY OF LAS VEGAS FIRE DEPARTMENT NOTES 10 &
x| . '\ NO FIRE HYDRANT SHALL BE LOCATED WITHIN 6' OF ANY CURB RETURN, . LUKUM
- 8 Wy Jl N RIVEWAY, POWER POLE, STREET LIGHT, OR ANY OTHER OBSTRUCTION. _?;(b
N , — - ' X . |
| 155 — © §"‘ 165 168 ‘E’ ] 18 R. LON ANY NEW HOME OR BUILDING CONSTRUCTION ACCESSIBLE HYDRANTS (2'3 3 88
| HALL BE INSTALLED BEFORE ACTUAL CONSTRUCTION COMMENCES, AND SAID - =
UNDEVELOPED | | N UNDEVELOPED &gggrs SHALL BE IN GOOD WORKING ORDER WITH AN ADEQUATE WATER M
_______ =9 [ - J - - g
' 56 L @) e 64 169 l b 3. SEE THE "HYDRANT SPECIFICATIONS" AND "HYDRANT INSTALLATION Q
1al ' ¢ o 17 BPECIFICATION" SHEETS FOR DRPAILED REQUIREMENTS. FOR WALL, FENCE
— <, \ — DR PLANTER LOCATIONS SEE "HYDRANT INSTALLATION SPECIFICATIONS",
| wil | N e ITEMS 1 = 4, PAGE 13, CLY ORDINANCE NO. 3058, ‘ -
157 F = \ 70 ' \ 4. TFIRE HYDRANT. SPACING - ~ ¢ /é
, ] 163 RESIDENTIAL .500 FT. MAXIMUM .
| o] L COMMERCIAL 300 FT. MAXIMUM |
, 'h— o 5. AUTHORIZED FIRE HYDRANTS FOR THIS PROJECT ARE:
158 ekl ~ KENNEDY GUARDIAN OR MUELLER A-423 CENTURION.
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/\\ AN QUANTITY ESTIMATE
\ \ 8" WATER MAIN — . __ _____ _  '4%4 LF
Q_ 6" WATER MAIN . . 487 L.F
/d‘/\ /\\ \\ (1) FIRE HYDRANT W/ ASSEMBLY,Te€ Nave 3 EA
(2) &' TEE — — o 2 EA.
., \ (3) 6" MECHANICAL JOINT OR EQUAL — _ __
. (4) 8%6" REDUCER . __ — 2 EA
< \ (5) 8" GATE VALVE o o 3 EA.
% (6) 2" BLOWOFF — 2 EA.
) \ \ 3/4" METER SERVICE —__ . — —__ 80 EA.
£ (7) 45°ELL — — EA.
% o | EA
6)5%}/\ \ 90° ELL __ ———
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