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FOR ALL DRY UTILITY CROSSINGS

1. MAINTAIN MINIMUM12" VERTICAL SEPARATION AT ALL POINTS OF CROSSING.

2. MAINTAIN MINIMUM 3' PARALLEL SEPARATION.

3. ANY EXCAVATION AT BACK OF CURB MUST REMAIN OPEN FOR INSPECTION OF COPPER
SERVICE LATERALS. ANY COPPER SERVICE LATERAL KINKED, BENT, OR OTHERWISE
DAMAGED MUST BE REPLACED FROM THE MAIN TO THE ANGLE METER STOP.

KEY MAP

UTILITY NOTES

-

2. FIRE, WATER, AND SEWER SERVICES, AS APPROVED ON THIS PLAN, ARE INTENDED

3. WATER AND SEWER LATERALS SHALL BE INSTALLED A MINIMUM OF 48" APART IN

4. LOCATOR WIRE SHALL BE USED FOR ALL SERVICE LATERALS NOT PERPENDICULAR TO

5. ALL SEWER/STORM DRAINS CROSSING WATER LINES MUST CONFORM TO SECTION
6. ALL WORK TO BE PERFORMED OUTSIDE OF THE PROJECT BOUNDARY AND ON

7. ALL ONSITE STREETS AND DRAINAGE EASEMENTS ARE TO BE PRIVATELY OWNED AND

8. INSTALL PIPELINE MARKER BALLS IN TRENCH ABOVE EACH HORIZONTAL ELBOW

ALL WATER FACILITIES CONSTRUCTION SHALL BE IN ACCORDANCE WITH THE
"UNIFORM DESIGN AND CONSTRUCTION STANDARDS FOR WATER DISTRIBUTION
SYSTEMS" (UDACS), LATEST EDITION.

SPECIFICALLY FOR THE LOT AND USE SHOWN, AND ARE NOT INTENDED TO SERVICE i

ADDITIONAL PARCELS OR STRUCTURES WHICH MAY BE' CREATED IN THE FUTURE. IN
THE EVENT THAT THE PARCELS AND/OR LOTS SHOWN ON THIS PLAN ARE FURTHER
DIVIDED TO CREATE ADDITIONAL PARCELS OR LOTS, THE OWNER IS REQUIRED TO
PROVIDE SEPARATE FIRE, WATER, & SEWER SERVICES TO EACH.

SEPARATE TRENCHES. WATER LATERALS SHALL BE A MINIMUM OF 12" ABOVE THE
SEWER LATERAL. (REF. UDACS SECTION 2.22.03)

THE MAIN. (TYPICAL)

2.22 OF "UNIFORM DESIGN AND CONSTRUCTION STANDARDS FOR WATER
DISTRIBUTION SYSTEMS" (UDACS) FOR WATER AND STORM MAIN CROSSINGS AND
CLEARANCES.

PRIVATE PROPERTY SHALL NOT BE RERFORMED UNTIL WRITTEN PERMISSION AND
EASEMENTS HAVE BEEN OBTAINED FROM THE OFFSITE OWNER AND GIVEN TO CLARK
COUNTY.

MAINTAINED. \

FITTING. (UDACS PLT. 15)

WASTE WATER FLOW CALCULATION

UTILITY DISCLAIMER NOTE
|

EXISTING UTILITY LOCATIONS SHOWN HEREIN ARE APPROXIMATE ONLY. IT SHALL BE THE
CONTRACTORS RESPONSIBILITY TO DETERMINE THE EXACT VERTICAL AND HORIZONTAL
LOCATION OF ALL EXISTING UNDERGROUND UTILITIES PRIOR TO COMMENCING
CONSTRUCTION. NO REPRESENTATION IS MADE THAT ALL EXISTING UTILITIES ARE
SHOWN HEREON. THE ENGINEER ASSUMES NO RESPONSIBILITY FOR UTILITIES NOT
SHOWN OR UTILITIES NOT SHOWN IN THEIR PROPER LOCATIONS.

CALL BEFORE YOU DIG: 1-800-227-2600

CALL BEFORE YOU OVERHEAD: 1-702-227-2929

FACILITY TYPE: CONVALESCENT & REST HOMES
BEDS: 136 BEDS X 0.75 ERU/FIXTURE = 102 ERU
AVG FLOW = 0.0251 MGD

PEAK FLOW = 0.0879 MGD
PEAK WET FLOW = 0.131 MGD

CALCULATIONS:
AVG FLOW =102 X 90,000 X
365

1 = 0.0251MGD

1.000,000

PEAK FLOW = 0.0251 X 3.5=.0879 MGD

WATER MAIN JOINT DEFLECTION (PVC 4'- 12")

PVC PIPE SHALL BE DEFLECTED AT THE JOINT ONLY. THE MAXIMUM ALLOWABLE
DEFLECTION SHALL BE ONE (1) DEGREE PER JOINT WITH A MAXIMUM RADIUS OF
CURVATURE OF 1,150 FEET, PER UDACS 2.07.01 AND 2.07.02.

FOR CHANGES IN DIRECTION EXCEEDING THE MAXIMUM ALLOWABLE JOINT
DEFLECTION, FITTING SHALL BE USED. .

RPDA NOTES (2) 8"

THE REDUCED PRESSURE DETECTOR ASSEMBLY(S) SHALL BE INSTALLED IN ACCORDANCE
WITH THE UDACS PLATE NO. 56. NO WATER SHALL BE TAKEN FROM A SERVICE REQUIRING
BACKFLOW PREVENTION UNTIL THE REDUCED PRESSURE PRINCIPLE ASSEMBLY HAS BEEN
SUCCESSFULLY TESTED BY CNLV. ANY BLOCK WALL OR OTHER FENCE MATERIAL SHALL -
BE DESIGNED AND CONSTRUCTED AROUND THE OUTSIDE OF THE EASEMENT(S) TO ALLOW
THE DISTRICT DIRECT ACCESS FROM THE ADJACENT RIGHT-OF-WAY. EASEMENTS SHALL
BE CLEARLY MARKED OR STAKED PRIOR TO START OF CONSTRUCTION.

RPPA NOTES (3) 2"

APPROVED REDUCED PRESSURE PRINCIPLE ASSEMBLY(S) SHALL BE PER THE UDACS
PLATE NO. 8. NO WATER SHALL BE TAKEN FROM A SERVICE REQUIRING BACKFLOW
PREVENTION UNTIL THE REDUCED PRESSURE PRINCIPLE ASSEMBLY HAS BEEN = -
SUCCESSFULLY TESTED BY THE LVVWD. ANY BLOCK WALL OR OTHER FENCE MATERIAL
SHALL BE DESIGNED AND CONSTRUCTED AROUND THE OUTSIDE OF THE EASEMENT(S) TO
ALLOW THE DISTRICT DIRECT ACCESS FROM THE ADJACENT RIGHT-OF-WAY. EASEMENTS
SHALL BE CLEARLY MARKED OR STAKED PRIOR TO THE START OF CONSTRUCTION. '

LVVWD NOTES - o

MAINTAIN A MIN. 3' OF HORIZONTAL CLEA

NCE FROM WATER MAINS‘AND DRY UTILITIES
PER UDACS SECTION 2.04.02 S

MAINTAIN MIN. 12" OF VERTICAL CLEARANGE BETWEEN WATER MAINS AND DRY UTILITIES
PER UDACS SECTION 2.04.06

MAINTAIN MIN. 6" OF VERTICAL CLEARANCE BETWEEN WATER LATERALS AND DRY
UTILITIES PER UDACS SECTION 2.04.06

INSTALL PIPELINE MARKER BALLS iN TRENCH ABOVE EACH HORIZONTAL ELBOW FITTING,
PER UDACS PLATE NO. 15.

PEAK WET FLOW = 0.0879 X 1.5=.131 MGD
’ ' | FIRE FLOW REQUIREMENT IS 3,250 GALLONS PER MINUTE AT 20 POUNDS PER SQUARE
15' EXCLUSIVE | INCH RESIDUAL.
- LVVWD EASEMENT ! BASED ON:
PER DOC. # SQUARE FOOTAGE: 129,601 SQ FT LARGEST AREA BETWEEN SEPARATE
| 20150909-0002018 : cL WALLS: N/A
o RILEY ST. RESIDENTIAL UNITS;___ 106 . BEDS:_ 30 .
Y 30' 12-RIW ! HEIGHT: _35' TYPE OF CONSTRUCTION: V-A
FF P , 3 ! SPRINKLER SYSTEM: YES OCCUPANCY: |1, I-2
2513.73 ‘ 5' 5 ; | ROOF CONSTRUCTION: CONC. TILE STORIES:2
: LS , | : HIGH PILED COMBUSTIBLE STORAGE:NO ~ ESFR SYSTEM: NO
1 19% 3' MiN, —f=—=] ng ,\‘ib ; | :
o H o ‘ i
RETAINING o ZRMN.| L\ 42 sz% wN | Y0 | |
WALL e A Mt —A 2
8" RPDA BOX .
1" MIN. LAS VEGAS / /%/ —
TYP. \CONCRETE FIRE & RESCUE/(// o DATE: £/7s .
PAD
SECTION "A" nTs 3
15' X 25' LVWWD EASEMENT !
|
CONSTRUCTION NOTES
O INSTALL 8" RPDA (UDACS PLT 56) (WATTS RPDAYS? - N-PATTERN)
-- 12" X 6" TAPPING SLEEVE WITH 6" TAPPING VALVE PER UDACS
5 , - SECTION 2.24.01B & UDACS PLT. 30, 34, & 39,
LS e - G- 6" x 2" SERVICE SADDLE (UDACS PLT. 4)
=~ PERDOG.# ] | (4)-- 8 90° WATERLINE BEND (UDACS PLT. 31)
20150909-0002019 ‘ CL @— ————— 8" X 8" X 6" WATERLINE TEE (UDACS PLT. 31)
S RILEY ST. —- 2" 90° WATERLINE BEND
FF & _ 30' 1/2-RW el () 8" GATE VALVE (UDACS PLT. 30 & 39)
2513.73 | 29 my VS | . . | | ~- FIRE HYDRANT ASSEMBLY W/ 6" GATE VALVE (UDACS PLT. 40) - PRIVATE
N. 5 5
e A et | % MAINTAIN MIN. 3' CLEARANCE FROM FACE OF HYDRANT
S | 3'MIN. == 3 W2 Il (@)y-—-- INSTALL 2° METER AND BOX (UDACS PLT. 4)
Q 6" O Q . L]
2% MIN. ’%*2% N P | (10)-—- INSTALL 2" RPPA (UDACS PLT. 8)
E— W SR it L Ay — | G- 8" 45° WATERLINE BEND
RETAINING — (] 2* WM L= |
WALL 2 . | -~ 2" PVC C-900 WATERLINE
—d 2z 2" RPPA BOX |
* ) CONCRETE 1 (13y----- 4" X 4" X 2" WATERLINE TEE
PADSE CTION "B" nrs | (14)--- 1° DEFLECTION AT WATERLINE JOINT
15' X 20' LYVWD EASEMENT | (18)------ PROVIDE MIN. 18" OF VERTICAL SEPARATION BETWEEN WATER
% AND SEWER LINES. UTILITY CROSSING PER UDACS 2.22.02
A (16)--- INSTALL 8" CAP
(7y----- INSTALL 6" SANITARY SEWER CLEAN OUT PER DCSWCS DWG NO. SD-26
(18)--- REMOVE CAP FROM EXISTING 8" SEWER STUB AND CONNECT.
I CONTRACTOR TO VERIFY EXACT DEPTH OF EXISTING STUB.
r N\ A .
‘ AVOID HITTING OVERHEAD [ Call Before YouDig) | (19— FIRE DEPARTMENT CONNECTION
POWER LINES. [T'S COSTLY 5 ’ AVOID CUTTING UNDERGROUND (20--- UTILITY TRENCH PER UDACS PLTS. 17 & 19.
| C AL&.;BE%ORE v UTILITY LINES. IT'S COSTLY. @_ _____ LVVWD EASEMENT
OY UD 7 ‘ ‘ CALL (22—~ INSTALL 8" PVC C-900 WATERLINE
a 3 @3y ----- SEE PLUMBING PLANS FOR CONTINUATION
beire you (24)y--- INSTALL 8" 22.5° WATERLINE BEND
n er roun | @)----- TRENCH BACKFILL AND AC PAVEMENT RESTORATION PER
CCAUSD #503, 500.3, 500.4, AND 500.5
| -
, 1.702.432.5300 PO (28)—- INSTALL 6" LATERAL CONNECTION PER DCSWCS DWG NO. SD-22
CREEWAY AND ARTERIAL 1 .800.227.2600 (27r-=-~~ REMOVE CAP AND BLOW-OFF PER UDACS PLT. 36 AND CONNECT
1 -702-227-2929 SYSTEM OF TRANSPORTATION {@___ 4" x 2" REDUCER
\ J \ 5 J L 3 Yy ’
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LEGAL DESCRIPTION

A PORTION OF THE E 1/2, SE 1/4, NW 1/4, NE 1/4
SECTION 29, TOWNSHIP 19 SOUTH, RANGE 60 EAST

L A

80F

BASIS OF BEARINGS ENGINEER'SS
NORTH 89°29'41" EAST BEING THE NORTH LINE OF THE NORTHEAST QUARTER OF THE DATE: 10/6/2015
NORTHEAST QUARTER OF SECTION 29, TOWNSHIP 19 SOUTH, RANGE 60 EAST, M.D.M.
SCALE: 1"=30'
BENCHMARK MONUMENT ID : 6LV9029NES
RIVET & PLATE IN TOP OF CURB, SOUTH SIDE OF DURANGO DR. CURVES 78 SE OF PI AT JOB NO: BWA-14-001
RILEY ST. & AZURE DR. (NAVD88 ELEVATION=2500.89). DESIGNED BY-
APPROVAL BLOCK | A
APPROVED FOR CONSTRUCTION o CHECKED BY: BM
' ’ . SHEET NAME:
7 ,/)! T @) ER "\ ~A ‘
[Las VEGAW WATER DISTRICT ENGINEERING SERVICES M R 10 I} z,/ ) § U T 1
(PROJ# 12
| LY\WWerAPPROVED FIRE FLOW 3,250 GPM AT 20 PSI RESIDUAL SHEET:

11

1%/6 /)~
LAS VEGAS FIRE DEPARTMENT

APPROVAL OF THESE PLANS SHALL NOT BE CONSTRUED TO BE A PERMIT FOR, OR AN
APPROVAL OF, ANY VIOLATION OF ANY OF THE PROVISIONS OF THE STATE OR COUNTY

LAWS. FIRE FLOW = 3,250 G.P.M. AT 20 PSI RESIDUAL.
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