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BL.DG.: 1

6 METERS
EPD: 68 KVA

1000 AMP MAIN
120/208 3¢ 4W

“ PARKING LOT BVE

1009 AMP MAIN

120,/208 39 4W
i 6 METERS

EPD: 68 KVA

: (5)4 C
(3)4"C,
BY NVE

BLDG? 4

N\

PARKING LOT SVC
200 AMP MAIN
120/308 36" 4W

5 AM’ MAIN
240 18 3W
El D ‘5 kVA

o

BY CUST.
5 By v (0083

2, 3-4WAY
Es\ BY NVE

EX: (1)4°C=
: IN: 1/0 TRI IN
(1)4 CONDUIT BY NVE

1) 1000MCM TRI IN 1 OF 2-6'C

---T

---ﬁ_

1600 AMP MAIN |
120/208 3¢ 4W
12 METERS

™ 3000397873
06

'Ex (1)4°C, BY CUST.y
(00691/0 IN (1)4°C BY NVE . _

3 (3)4way
'NLMODU
II EX: 1000 MCM TR
11

Ex—(' 2"C, BY CUST.

2/0 TR IN (1)2 C BY NVE

MATCH LINE B’ — SEE SHEET 3

il CAUTION 1]
ENERGIZED CABLES...
CALL BEFORE YOU DIG

FIRE HYDRANT CLEARANCE:

6’ MIN RADIUS REQUIRED FROM CIRCUMFERENCE
OF HYDRANT TO ANY ABOVE GROUND EQUIPMENT
INCLUDING MANHOLES AND SWITCHBOXES.

3’ MIN RADIUS FROM CIRCUMFERENCE

OF HYDRANT TO ALL UNDERGROUND HANDHOLES,
PULLBOXES AND SPLICEBOXES.

PARKING LOT SERV.
200 AMP MAIN

120/208 30 4W IN: RS-19,
IRRIGATION SERV.—~~' D 2 KVA

125 AMP MAIN

120/240 10 3W NN
EPD: 5 KVA /

IN: (1) 4”C, BY CUST.
(1) 1/0 IN 1-4"C, BY NVE

IN: (1) 2'C 90 PLASTIC BEND, BY cust Ao,
N: (13 2°c 90" RGS BEND, BY CUST.

IN: (1) 3"C, BY CUST.
(1) 2/0 TRI IN 1-3"C, BY NVE

IN: (1) 4"C 90" PLASTIC BEND,
BY CUST.

IN: (1) 3"C, BY CUST.
(1) 2/0 QUAD IN 1-3"C, BY NVE

DETAIL "H”

NOT TO SCALE

EX: 4"C STUBOUT -

(0073

EX: (3)4"C

—BY NVE
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SW7426

EX: (4)4"C

| IN: UT—‘IO1 BY NVE

T (3000397873)

EX:| (1)4"C

EX: RS-82

IN 1 10F (2)6"C

EX: 1/0 TRI IN
(1)4"C BY NVE

iN: 500Q IN 2 OF (3)4"C,

IN: RS-3b5, BY CUST.
IN: UT—101 BY NVE

40’0 ROW [~=—

IN: 1/0 TRI IN EX:(1)4"C,

-m BY INVE

- CAUTION !
ENERGIZED CABLES...
CALL BEFORE YOU DIG

IN: 500Q IN 3 OF (4)4"C BY NVE
EX: RS—35, BY CUST.(006)

3 T0 UGM23475

0070
UGM23468
TO PM8 —g——] 5 r ;
AL pAAN pAAA

MATCH LINE D’

| | ‘

SEE SHEET 5

TO PM10
TO PM9
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BUILDING
"METERING EQUIPMENT

L—1 O"MIN.=- V‘

36" MINIMUM WORKING CLEARANCE
IN FRONT OF METERING EQUIPMENT,
METERING ROOM IS NOT TO BE USED
AS A STORAGE CLOSET. PLEASE
REFER TO RPI--G & RPI-2 FOR

NVE REQUIREMENTS.

7" MIN. CLEARANCE REQUIRED
ABOVE METERING EQUIPMENT

-1 O"MIN~

T,R,S:
APN:

1960—-29

125—-29-510-011

NVE TO BE PROVIDED WITH 24 HOUR
DIRECT ACCESS THRU EXTERNAL DOOR.
MINIMUM WIDTH OF DOOR TO BE 36"
OR TO COMPLY WITH LOCAL BUILDING

CODES.

NVE TO PROVIDE LOCKBOX. CUSTOMER
TO PROVIDE KEY TO METER ROOM. THIS
NEEDS TO BE LOCKED ON EITHER THE
METER ROOM DOOR OR TO THE SIDE
OF IT, AT A MINIMUM HEIGHT OF 48"

OR MAXIMUM OF 72"

IF CUSTOMER INSTALLS AN INTERNAL
ACCESS DOOR, IT MUST BE LOCKED
AND ACCESSIBLE ONLY BY AUTHORIZED

PERSONNEL.

METERING INFORMATION;
DRAWING SUBMITTALS OF METERING EQUIPMENT
SHALL BE APPROVED BY NEVADA POWER METER
SERVICES BEFORE THE EQUIPMENT IS MANUFACTURED.
OWNER, BUILDER, OR ELECTRICIAN TO REMOVE
d AND DELIVER METER PANEL TO NEVADA POWER

METER SHOP FOR PREWIRING AND PICKUP OF
CURRENT TRANSFORMERS FOR INSTALLATION
7 TO 10 DAYS PRIOR TO THE EXPECTED DATE

OF COMPLETION.

DELIVER TO: 7155 LINDELL ROAD

(702) 402-6119

METER ROOM DETAIL

NVE U.G. STD. RPI-G & RPI-2
(NOT TO SCALE)

CIVIL LINETYPE LEGEND

APPROVED FOR CONSTRUCTION

THIS APPROVAL IS FOR WORK IN CLV R/W & EASEMENT
ONLY. OBTAINING PERMISSIONS OR EASEMENTS FOR WORK
SHOWN ON PRIVATE PROPERTY IS THE RESPONSIBILITY OF
THE UTILITY.

PPROVAL ~ ~ DAT ~_

et

CONTACT CLV LAND DEVELOPMENT (229-6371) |
CLV CONSTRUCTION SERVICES MUST BE :
NOTIFIED 24 HOURS PRIOR TO COMMENCING
CONSTRUCTION (229-6337)

HANSEN

CITY OF LAS VEGAS

PERMIT REQUIRED*

DATE

CENTERLINE
PROPERTY LINE/ROW
CURB

EDGE OF PAVEMENT
EDGE OF SIDEWALK

SEWER LINE *
WATER LINE *
GAS LINE *
TELEPHONE LINE *

*NVE INSPECTOR MUST BE NOTIFIED BY
FAX 48 HOURS PRIOR

CONSFRUCTION & WILL VERIFY CITY PERMIT
FOR WORK DONE IN STREETS OR SIDEWALK.

LAS VEGAS NORTH(RYAN CENTER
AS VEGAS SOUTH(BE

[ HIEEEREAE

FAX PERMIT_TO:

ER

TWAY CENT

TO COMMENCING

4024354
) 402-3864

CABLE TV LINE *
STORM DRAIN LINE *

FIRE HYDRANT
STREET LIGHT

STREET LIGHT SERVICE

PROPOSED

EXISTING

VICINITY MAP

(NOT TO SCALE)
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FACILITIES. THE CUSTOMER SHALL CONFIRM THE EXISTE

EVERY EFFORT HAS BEEN MADE TO IDENTIFY ALL NVE
E
AND LOCATION OF THESE FACILITIES.

AVOID HITTING QVERHEAD

POWER LINES. IT'S COSTLY.

___4-CALL BEFORE—g

CALL 1-702-402-2929

//‘
/4

Calll

before you
oS Tt aresrmrgun ;;j
C all i
1-800-227-2600
1-702-455-7544 :{fij

REVISIONS

DESCRIPTION

DATE G.l{.

VPDATED  WVE  PLAN

C-lg- Iy

B EEE

TYPE OF EASEMENT:

JPA NOTES:

COORDINATOR: _WICKLIFFE, STANLEY

AERIAL O || EMBARQ CONTACT: N/A
STANDARD Ol PHONE NUMBER:
R/W-31 O DATE OF CONTACT:
UNDERGROUND O TO SET NEW POLES
AS BUILT UNDERGROUND O TO STAKE NEW POLES| |8
§[R.O.E/R/W-5-COM i TO PROVIDE____ POLES|]
3rd PARTY I'_‘J FT. CLASS
UNDERGROUND BY EXHIBIT [ FT. CLASS
(N-DOT) PERMIT 0 FT. CLASS
| A 1S REMOvE Ex por
§lso. NEvapa wATER PERMIT || N7A TO REMOVE EX. POLE
NOT REQUIRED O
fl| Misc. Info. 0] JPA#: N/A
EXHIBIT A
NVE INFORMATION:

PHONE: 702/402-6735

DESIGNER: DEGUZMAN, JAKE D.F__ KK
DCA:

INSPECTOR: 402—-3008

STAND BY: 402—-4117,402—-4116.402—-4118
DISTRICT: LAS VEGAS NORTH
CUSTOMER INFORMATION:

APPLICANT _CENTENNIAL HILLS PROF. CENTER
ENGINEER:

CONTACT: JEFFERY NEAL 702-368-6500
APPROVAL DATE:

GOVERNMENT INFORMATION:

AGENCY: _CITY OF LAS VEGAS

APPROVAL DATE:

FOR EACH SERVICE POINT (POINT OF DELIVERY), ENERGY FOR

1 AUA /\J\"AV/\\_/\JT\\/

EACH TENANT SPACE WILL BE MEASURED THROUGH ONE
WATTHOUR METER. ENERGY FOR ALL NON-TENANT SPACE WILL

BE MEASURED THROUGH ONE WATTHOUR METER. CONTACT NVE | g
METER OPERATIONS FOR MULTIPLE RATE CLASS INSTALLATIONS

PROFESSIONAL CENTER

DURANGO & 215

PROJ.

3000397873

SCALE:

1” — 50!
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