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X. #7 PULLBOX EX. STREET LIGHT (TYP.)

|
i +PRIVATE STREET NOTE:
|

PRIVATE STREETS ARE P.U.E.'S, CLV PUBLIC SEWER EASEMENTS, AND
PUBUC DRAINAGE EASEMENT TO BE PRIVATELY MAINTAINED BY HOA.

STREETLIGHT NOTE:

ALL HAND HOLE COVERS MUST BE
INSTALLED, POLE CAPS POURED, AND PULL
BOX LIDS BOLTED DOWN PRIOR TO
ENERGIZING CIRCUIT. ALL WIRE MUST

HAVE THW INSULATION.

TRAFFIC LUMINAIRES ARE TO BE
WIRED CONTINUOUSLY TO CABINET
USING 2-#10 STR. & 1-#8
GREEN T.H.W. WIRE. 10° OF SLACK
SHALL BE LEFT IN POLE. EACH
LUMINAIRE SHALL BE FUSED
INDIVIDUALLY WITH A 10 AMP
FUSE IN BOTTOM OF CABINET.
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X, STREET-
N LIGHT (TYP.) )

Avoid overhead power line
contact. it's costly.

Call

before you

Overhead
1-702-593-6111

NEVADA POWER ENVIRONMENT AND
SAFETY SERVICES DEPARTMENT

Avoid cutting underground
utility lines. it’s costly.

Call

before you

DIg

1-800-227-2600

DETAIL "A”

N.T.S.

4 )
DUITS

200 AMP SERVICE )
2" CONDUIT TO czxswmﬁ*/%Z

2" CONDUITS ——— —— 2" CONDUITS
45 PULLBOX

SERVICE DETAIL

\. J

( GENERAL NOTES

1. SEE SHEET 2 FOR ADDITIONAL NOTES, LEGEND
AND QUANTITY ESTIMATE.

2. SEE FINAL MAP FOR LOT DIMENSIONS AND
SIGHT VISIBILITY ZONE DIMENSIONS.

3. SEE SHEET 22 FOR CONSTRUCTION DETAILS.

4. THE CONTRACTOR SHALL VERIFY THE VERTICAL AND
HORIZONTAL LOCATION OF ALL EXISTING UTILITIES
AND SURFACE FEATURES PERTINENT TO THIS PROJECT
PRIOR TO CONSTRUCTION. THE CONTRACTOR MUST
NOTIFY THE DESIGN ENGINEER IF ANY DISCREPANCIES

=

\_
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g 1
v 1

200 AMP 240V PAD MOUNT SERVICE POINT
WITH

_2 2 POLE 60 AMP CIRCUIT BREAKER/S
_1_1 POLE 15 AMP CIRCUIT BREAKER/S
_1 1 POLE 40 AMP CIRCUIT BREAKER/S
_1 1 POLE 60 AMP CIRCUIT BREAKER/S
2 2 POLE 60 AMP CONTACTOR

_1_BY-PASS SWITCH PER CONTACTOR/S

SERVICE POINT LOCATION "B”
ON THE NORTH SIDE OF GRAND TETON DR.

STA: 21+35.79 )

PL\BSW \

STREET LIGHT DETAIL

K PER STD. DWG. No. 320

4 )
CONSTRUCTION NOTES

(D INSTALL 2-9"

1-30"_R-1_STOP SIGN,
(2) INSTALL 200 AMP PADMOUNT SERVICE POINT 2\

INSTALL 2" PVC STREETUIGHT CONDUIT WITH WIRES
W/ (2) #4 & (1) 48 (PUBLIC)

(4) INSTALL #5 PULLBOX (PUBLIC).

@ INSTALL 25 MPH SPEED LIMIT SIGN.
@ INSTALL NO OUTLET SIGN

D3 STREET NAME SIGNS AND

K ARE ENCOUNTERED. )
" BASIS OF BEARING )

THE IBASIS OF BEARINGS FOR THIS PROJECT IS GRID
NORTH, AS DEFINED BY THE NEVADA COORDINATE SYSTEM
OF 1983 (NCSB3) EAST ZONE, (2701) AS DETERMINED BY
CLARK COUNTY GIS CONTROL POINTS 801, 805, AND 806.

BENCHMARK

C.L.V. BM #7, STA. OLVI9017NES

RIVET & PLATE IN TOP OF CURB
@ S.W. CORNER OF

GRAND TETON & DURANGO DRIVE

ELEVATION = 2539.74 (NAVD 88)
\_ (7741140 METERS) )

(1) W 14-2

LEGEND A
250 WATT STREETLIGHT ==
200 WATT STREETLIGHT o>
150 WATT STREETLIGHT =
100 WATT STREETUGHT o>
EXISTING STREETLIGHT o=
PROPOSED SERVICE POINT 4
STREETLIGHT CONDUIT
PULL BOX .
SIGHT VISIBILITY ZONE
STREET NAME SIGN WITH POST |
STOP SIGNS AND POSTS O
SPEED LIMIT SIGN 4
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6655 Bermuda Road
Las Vegas, NV 89119

Carter=Burgess

Consultants in Planning, Engineering,
Construction Management, and Related Services

(702) 938-5400 Fax (702) 938-5454

STREET LIGHT & SIGNAGE PLAN

Spring Mountain Ranch Unit 57
BY RICHMOND AMER!CAN HOMES
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